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CO2 Component Description

Carbon Dioxide Cylinder Weighing Scale
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TO WEIGH CYLINDERS:  REMOVE CONTROL HEAD, IF USED.
LOOSEN CYLINDER FROM FRAMING.  HANG HOOK ON
WEIGHBAR.  PLACE YOKE UNDER DISCHARGE HEAD.  USE
ADJUSTMENT SLEEVE TO BRING BEAM TO INITIAL POSI-
TION.  PULL DOWN ON FINGER GRIP RING UNTIL BEAM IS IN
FINAL POSITION.  READ WEIGHT ON WEIGHING SCALE.
DEDUCT 3.75 LBS. FOR DISCHARGE HEAD ALLOWANCE.
RESULT IS WEIGHT OF CYLINDER.
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