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DANGER

SAFETY PROCEDURES
STILL APPLY

Voltage Portal
hole cutout 30mm

WARNING!
Read instructions
before installing.

Manufacturers’ Non-Contact
Voltage Detector (NCVD)
Procedures Apply.

Procedure:

1). Verify NCVD to a known
voltage source.

2). Insert NCVD into L1, L2,
and L3 cavities to test all
points.

3). Open isolator.

4). Re-insert NCVD into L1,
L2 and L3 cavities to test all
points.

5). Re-Verify NCVD to a
known voltage source.

- GRACE
ENGINEERED

Part #: R-T3-LF
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